
Energy Efficiency for Super Tall 
Buildings ςTAIPEI 101 Case Study

Cathy Yang
Vice President
Taipei Financial Center Corp.

1



TAIPEI 101 TOWER

B1 ï6F Shopping Mall

B2 ïB5 Basement Car Park

37F Business Center / 36F Conference Center

35/36F Sky Lobby / 35F Service Amenities 

59/60F Sky Lobby 

88, 89 & 91F Observatory Floors 

85F & 86F Observatory Restaurants

101F Private Observatory Floor

All floors are for office use

Over 80% occupied

Over 10,000 people

2000 visitors a day
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Super Tall Buildings:

Completed building

44 

Under-construction

89 
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Non-reflective Double Low-E Glass Curtain Wall 4



On Each Floor
�‡Public area lighting 7:30 am till 

7:30 pm, motion sensor for some 
lights for off hours

Pantry with drinking water 

/ boiler 

Window blinds 

provided

Off hour toilet lights by pushing 
bottom at lift lobby

Garbage chute inlet

T5 light tube

throughout
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